WOOD BLOCKING STRAPPED TO
CARRIER PIPE (SEE SIDE VIEW

2" MAX.
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NOTE:
1 USE RESTRAINED JOINTS FOR CARRIER PIPE SIDE VIEW
IF BOTTOM IS AT OR BELOW THE NORMAL
ROUND WATER ELEV. AT THE PARTICULAR
INSTALLATION LOCATION.
2. CASING VENT AS REQUIRED BY PERMITTING
AGENCY
CROSS | SPEC.
'TEM REF. | REF.
ISSUE DATE | APPROVED BY STANDARD DETAIL A
11/01/2006 V. E F. |
I SUPPORT FOR CARRIER PIPE 8.0
Delivering Fxcellence Every Day INSIDE CASING SHEET 1 OFZ




